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Mr. Howard Person, Plant Manager
Mt. Tom Generating Company, LLC
200 Northampton Street

Holyoke, MA 01040

Dear Mr. Maggiani and Mr. Person:

The Department of Environmental Protection, Weskegional Office ("MassDEP") has
determined that the Operating Permit renewal agiio for the Mt. Tom Generating Company,
LLC ("Mt. Tom") located in Holyoke, Massachusetsadministratively and technically
complete and hereby issues the enclosed Draft @pgiRermit for the subject facility.

This Draft Operating Permit is being issued in adaace with 310 CMR 7.00 - APPENDIX C
of the Air Pollution Control Regulations ("the Régfions"), as adopted pursuant to M.G.L. c.
111, 88 142 A through O inclusive.

Public notice of this Draft Operating Permit shadl published by the MassDEP in accordance
with the requirements of 310 CMR 7.00: Appendix1@he Union News/Sunday Republican by
December 19, 2012. As such, the public commenbgestall end on January 18, 2013. During
that period, a public hearing may be requesteduamtsto 310 CMR 7.00: Appendix C(6)(f).
You shall be notified under a separate lettergtialic hearing has been requested.

Like all facilities in the Commonwealth, the Mt. dacility shall not cause or contribute to an
exceedance of any NAAQS standard. Due to the rmadmbpf potential S@emissions from this
facility and the promulgation of a one-hour SQAAQS, MassDEP is requiring in this permit
that Mt. Tom demonstrate that the facility doescaise or contribute to a violation of the new
one hourSO, NAAQS. These specific provisions appear in Tabsnd Table 8 condition 18 of
this permit. MassDEP will provide a detailed resjuer Mt. Tom to perform this demonstration

This information is available in alternate format. Call Michelle Waters-Ekanem, Diversity Director, at 617-292-5751. TDD# 1-866-539-7622 or 1-617-574-6868
MassDEP Website: www.mass.gov/dep
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pursuant to 310 CMR 7.02(7) in a subsequent ledteng with a timeline for compliance with
this request.

Please review the entire Draft Operating Permifecdly. It lists the applicable Federal and State
Air Pollution Control Requirements and what is rieed of the facility in order for it to be
considered in compliance with such applicable nesents. It also includes requirements that
were promulgated or approved by the United Statedr&mental Protection Agency through
rule making at the time of issuance but have fugfiective compliance dates.

If you have any questions concerning this Draft i@peg Permit, please contact the undersigned
at (413) 755-2115 or John Kirzec at (413) 755-2225.

Sincerely,

This final document copy is being provided fo you electronically by the
Department of Environmental Protection. A signed copy of this document
is on file at the DEP office listed on the letterhead.

Marc Simpson
Permit Chief
Western Region

JKI/jk
Mt. Tom OP Renewal DRAFT 12-19-2012.doc
cc: Ida E. McDonnell, Manager ecc: Dahl.Donald@epa.gov
Air Permits, Toxics and Indoor Air Unit Karen.Regas@state.ma.us
EPA-New England, Region 1 Yi.Tian@state.ma.us
5 Post Office Sq. Suite 100
Mail Code OEP05-2 James.Belsky@state.ma.us
Boston, MA 02109-3912 Thomas.Cushing@state.ma.us
Marc.Simpson@state.ma.us
ecc: David Howland, WERO Roseanna.Stanley@state.ma.us
Peter Czapienski, WERO
Roberta Baker, WERO sarita.croce@des.nh.gov

doug.elliott@state.vt.us
Doug.McVay@dem.ri.gov
Rich.Younkin@dem.ri.gov
gary.rose@po.state.ct.us
ric.pirolli@po.state.ct.L




MassDEP Commonwealth of Massachusetts
Executive Office of Energy & Environmental Affairs

}X Department of Environmental Protection

Western Regional Office « 436 Dwight Street, Springfield MA 01103 « 413-784-1100

DEVAL L PATRICK RICHARD K. SULLIVAN JR.
Governor Secretary

Lieutenant Governor Commissioner

DRAFT AIR QUALITY OPERATING PERMIT

Issued by the Massachusetts Department of EnvirotahBrotection (“MassDEP”) pursuant to
its authority under M.G.L. c. 111, 8142B and §143MD) CMR 7.00 et seq., and in accordance
with the provisions of 310 CMR 7.00: Appendix C.

ISSUED TO [“the Permittee']: INFORMATION RELIED UPON:

Mt. Tom Generating Company, LLC Original: Application # 1-O-95-028

200 Northampton Street Transmittal # 101339

Holyoke, MA 01040 Renewal: Application #1-0-07-030
Transmittal #W133105

FACILITY LOCATION: FACILITY IDENTIFYING NUMBERS:

Mt. Tom Station AQ ID No.: 0420040

200 Northampton Street FMF FAC No. 130900

Holyoke, MA 01040 FMF RO No.: 50020

NATURE OF BUSINESS: STANDARD INDUSTRIAL CODE (SIC):

Electric Power Generation 4911 Electric Services

NORTH AMERICAN INDUSTRIAL
CLASSIFICATION SYSTEM (NAICS):

221112- Fossil Fuel Electric Power Generation

RESPONSIBLE OFFICIAL: FACILITY CONTACT PERSON:
Name: Howard E. Person Name Howard E. Person
Title: Plant Manager Title: Plant Manager

Phone: (413) 536-9562 Phone (413) 536-9562

Fax: (413) 536-9513
Email: howard.person@gdfsuezna.com

This Operating Permit shall expire on March xx, 208.
For the Department of Environmental Protection

Michael Gorski Date
Regional Director

Department of Environmental Protection

Western Regional Office

This information is available in alternate format. Call Michelle Waters-Ekanem, Diversity Director, at 617-292-5751. TDD# 1-866-539-7622 or 1-617-574-6868
MassDEP Website: www.mass.gov/dep

Printed on Recycled Paper
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SPECIAL CONDITIONS FOR OPERATING PERMIT

1. PERMITTED ACTIVITIES

In accordance with the provisions of 310 CMR 7 Afpendix C and applicable rules and
regulations, the Permittee (Mt. Tom Generating CanypLLC - hereinafter “the Permittee”) is
authorized to operate the air emission units shiowlrable 1 and exempt and insignificant
activities described in 310 CMR 7.00: Appendix @)nd (i). The units described in Table 1
are subject to the terms and conditions shown @ti@es 4, 5, and 6 and to other terms and
conditions specified in this permit. Emissions frim exempt activities shall be included in the
total facility emissions for the emission-basedtiporof the fee calculation described in 310
CMR 4.00 and this permit.

DESCRIPTION OF FACILITY AND OPERATIONS

The Permittee is located at 200 Northampton Sineldblyoke and the facility was constructed in
1960. It consists of a single 16-burner, dry-bottarall-fired pulverized coal Riley Stoker boiler
identified as Emission Unit #1B which has a maximusat input capacity of 1480 million British
Thermal Units per hour ("MMBtu/hr") supplying a ate turbine-generator with a maximum net
electric generating capacity of 147megawatts ("MW")

This renewal air quality Operating Permit reflettts following changes to the facility since the
expiration of the original Operating Permit:

» the addition of a dry scrubber emission controtesysto reduce sulfur dioxideS0,")
and mercury ("Hg") emissions, and

» a modified Emission Control Plan ("ECP"; originakgued on June 7, 2002) approving
the use of coal with higher ash content in accardamth 310 CMR 7.05(3)(c) and
higher sulfur content in accordance with 310 CME571)(b)3.

The modified ECP required more stringent emissimit$ for particulate matter, and
actual stack emissions of sulfur dioxide lower tb#merwise required under 310 CMR
7.29 "Emission Standards for Power PlafBtate Only].

In its current configuration, emission controlsgaet at the Permittee consist of low NOx
burners and a selective catalytic reduction sygteraontrolling emissions of nitrogen oxides, an
electrostatic precipitator for controlling partiate emissions, and a dry scrubber (using hydrated
lime and powdered activated carbon) for controlimgissions of sulfur dioxide and Hg. The dry
scrubber is followed by a baghouse for the coltecof particulate emissions from the scrubber
before the flue gas is discharged to the atmosphere

The boiler is considered a "fossil-fuel fired stegemerating unit" and an "electric utility steam
generating unit" since it burns fossil fuels aatergreater than 250 MMBtu/hr and more than one
third of the facility's net electrical output islddo a utility. The New Source Performance
Standards ("NSPS") for fossil-fuel fired steam gates and electric utility steam generating
units (Title 40 Part 60 Subpart D and Subpart Bspectively) of the Code of Federal
Regulations are not applicable to the boiler stheeboiler installation occurred in 1960.
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The Permittee is not a major source of hazardoysodiutants ("HAP") since potential
emissions of the individual HAPs are < 10 tonsygar total HAPs are < 25 tons per year.

A Compliance Assurance Monitoring ("CAM") plan squired at the Permittee, in accordance
with 40 CFR Part 64, for pollutant-specific emis&af the following criteria are met:

» the unitis subject to an emission limitation @ratard for the applicable regulated air
pollutant; and

» the unit uses a control device to achieve compéiamith such emission limitation or
standard; and

» the unit has potential pre-control-device emissiointhe applicable regulated air
pollutant that are equal to or greater than 10@guerof the amount, in tons per year,
required for the source to be classified as a n=garce.

Only NOx and particulate matter ("PM") emissionshest Permittee meet these 3 criteria.
Regulation 40 CFR 64.2(b)(iv) exempts from CAM esios limitations or standards that apply
solely under an emission trading program that afilmwrading emissions within a source or
between sources. Because the Permittee is a NOgeB&urce and NOx credits are traded
through the EPA, the Permittee is not requiredaieeta CAM Plan for NOx. Therefore the CAM
plan at the Permittee was developed to assure cameplonly with the PM emission limit.

The Permittee is required to install and operatéquéate monitor CEMs by January 1, 2013.
After that date, the CAM plan will be updated téleet the installation of this technology.

MassDEP is renewing the Phase Il Acid Rain requer@sifor Emission Unit 1B through the
renewal Operating Permit.

The Permittee is also subject to Regulation 310 CMIR(4)Reasonably Available Control
Technology for Sources of Oxides of Nitrogen ("NOXx") for Large Boilers, which requires, among
other things, the Permittee to meet a restrictmession limit for NOX.

The Permittee is also subject to 310 CMR M&BsachusettsCO, Budget Trading Program
which is designed to stabilize and then reduceraptigenic emissions of GOa greenhouse
gas, from CQ@budget sources in an economically efficient manner

The Permittee is also subject to 310 CMR WMeBsachusetts Clean Air Interstate Rule (Mass
CAIR) which controls emissions of NOx during the summastcontrol period by implementing
the CAIR NOx Ozone Season Trading Program.

The Permittee will be subject to, and requireddmply with the federal Mercury and Air Toxics
rule, or other pending requirements for electrititytsteam generating units under section 112 of
the Clean Air Act.
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2. EMISSION UNIT IDENTIFICATION
The following emission units (Table 1) are subjecand regulated by this Operating Permit:

Table 1
Emission Unit Description of Emission Unit | EU Design Capacity Pollution Control Device
(EY)
Unit 1 1,480 MMBtu/hr ¢ Upgraded combustion controls ang
1B Riley Stoker Boiler 147 MW (NET) burner system
« Electrostatic Precipitator
¢ Selective Catalytic Reduction (SCH)
» Turbosorp Dry Scrubber and Fabri
Filtration system
3B-a Fly-ash conveying vacuum N/A fabric filter
producer and storage silo vents
3B-b Fly-ash conveying vacuum N/A fabric filter
producer and storage silo vents
4B-a Fly-ash conveying vacuum N/A fabric filter
producer and storage silo vents
4B-b Fly-ash conveying vacuum N/A fabric filter
producer and storage silo vents
9C Parts cleant N/A None
1P Station Backup Generator < 3 MMBtu/hr None

Table 1 Notes. None

3. IDENTIFICATION OF EXEMPT ACTIVITIES
The following have been found to be exempt acesitas provided in 310 CMR 7.00: Appendix
C(5)(h):

Table 2

Description of Current Exempt Activities Reesor

The list of current exempt activities is contairedhe Operating Permit 310 CMR 7.00:Appendix C(5)(h
application and shall be updated by the Permitieeftect changes at the facilit
over the Permit term. An up-to-date copy of exeawtivities list shall be kept
on-site at the facility and a copy shall be subeditio the MassDEP’s Regional
Office. Emissions from these activities shall bgorded on the annual emissions
statement pursuant to 310 CMR 7
Table 2 Notes: None
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4. APPLICABLE REQUIREMENTS

DRAFT Air Quality Renewal Operating Permit

A. EMISSION LIMITS AND RESTRICTIONS- The Permittee is subject to the emission limit$fietons as contained in Table 3 below:

Table 3
EU # el e . Restrictions Pollutant Emission Limit/Standards AEIDESIE RS S
Raw Material and/or Approval No.
o < 1.2 Ib/MMBtu (calendar year average) MassDEP Approval #1-B-90-099
1B Bituminous See SO, See Table 8, Special Condition 1 (dated 5/3/94; amended 3/3/98)
Coal Tsab'e_Sly 310 CMR 7.22(1); 40 CFR Parts 72 and 73
pecia e S
; e See
(No. 2 oil Condition 16 Table 8 < 3.0 Ib/MWh calculated over any consecutive 12 thon MassDEP Approval #1-P-07-049 (dated 12/31/07
for light-off) S, period, recalculated each calendar month, and 310 CMR 7.29(5)(a)2.b.i. and i
CSpg_‘t:_'al < 6.0 Ib/MWh (calendar month average) : o :
oNnditions [~ 5 1 e () ALy e T Pttt P
2,3 and 19| =20 I cacualed overany consecuie 121010 passpep approval #1-£.01.072
< 3.0 Ib/MWI ® (calendar month averag (dated 6/7/02; amended 5/15/09)
< 0.03 Ib/MMBtu (block hour average) Complla:jnce Assurance Monitoring Plan
PM®  bemeoomo oo O ated January xx, 20 ___|
While burning higher ash/sulfur co@l MassDEP Approval #1-E-01-072
< 0.025 Ib/MMBtu (including condensable P (dated 6/7/02; amended 5/15/09)
MassDEP Approval #1-B-94-011 (dated 8/11/94)
___________ =045 IDMMBH (calendar day average) | ... 310 CMR7.19(4)()L.b.40 CFR Part 76 ___
< 1.5 Ib/MWh calculated over any consecutive 12 hon
NO period, recalculateeach calendemonth | SOCMR729G@ta
___________ <3.0 Ib/MWh(calendar month averac | ... 310CMR7.295)(@)1. _ ____ ________
N/A 310 (MR 7.3Z[State Only]
MassDEP Approval #1-B-94-011 (dated 8/11/94)
CcO < 200 ppmvd corrected to 3@, (calendar day average) 310 CMR 7.19(4)(
< No. 1 of the Charf no more than
Smoke 6 minutes during any one hour, at no time 310 CMR 7.06(1)(a)
to exceed No. 2 f the Char
. < 20%, except 20 ts 40% for
Opacity < 2 minutes during any one he 310 CMR 7.06(1)(b)
Table 3 Notes:
(1) The Permittee may burn coal containing above 9%u?% ash and up to a sulfur content of 3.00 MB#u provided they notify MassDEP in writing pritor burning

this fuel and they comply with the low8O, emission limits£ 2.0 Ib/MWh yearly ang 3.0 Ib/MWh monthly) from that point forward in tenSee Table 8, Special
Condition 9.

()
@)

Particulate matter as measured according to thiécapfe procedures specified in 40 CFR Part 60 AplpeA, Method 5.
Chart means the Ringelmann Scale for grading ¢émsity of smoke, as published by the United Statesau of Mines and as referred to in the Bureadioks

Information Circular No. 8333, or any smoke insgetguide approved by the MassDEP.
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DRAFT Renewal Air Quality Operating Permit

Table & (continued)

EU # Fuel or Restrictions Pollutant Emission Limit/Standards Applicable Regulation
Raw Material and/or Approval No.
Coal:< 1.21 Ib/MMBtu heat release potential MassDEP Approval dated 3/14/84
1B Bituminous See Table 8, (rolling 30-day average) 310 CMR 7.05(1)
Coal Special < 1.60 Ib/MMBtu heat release potential
Condition 16 (rolling 24-hour average)
(No. 2 il Sulfur in 310 CMR 7.05(1)(b)3.
for light-off) fuel Oil: £0.17 Ib/MMBtu heat release potential; MassDEP Approval #1-E-01-072
0.3% sulfur by weight (dated 6/7/02; amended 5/15/09)
While burning higher ash/sulfur co@
Coal:< 3.00 Ib/MMBtL
Coal:< 9% by weight, dry basis, 12 month rolling basist n MassDEP Approval #PV-82-C-005 (2/14/83 amendment)
Ashin to exceed 12% by weight, dry basis, per cargo MassDEP Approval #1-P-05-031 (dated 8/30/05
fuel While burning higher ash/sulfur co& 310 CMR 7.05(3)(c). and MassDEP Approval
Coal:< 12% by weight, dry basirolling 12 monthbasis #1-E-01-072 (dated 6/7/02; amended 5/15/09)
Total Hg removal efficiency at 85%,
rolling 12 month basis; or
Total Hg emissions rate &f0.0075 1b/GWh, 310 CMR 7.29(5)(2)3.¢
____________________ roling12month bas | ]
Total Hg removal efficiency at 95%,
rolling 12 month basis; or 310 CMR 7.29(5)(a)3.f
Hg Total Hg emissions rate &f0.0025 1b/GWh, MassDEP Approval #1-P-07-049 (dated 12/31/07
____________________ roling12month bas | .|
Total annual Hg emissions from combustion of sbliels
in units subject to Part 72 located at an affetedity shall 310 CMR 7.29(5)(a)3.c.
not exceed 4.1 pounds, the average annual emissions 310 CMR 7.29(6)(a)4
calculated using the results of the stack testsired| in 310 MassDEP Approval #1-E-01-072
CMR 7.29(5)(a)3.d.ii. (dated 6/7/02; amended 5/15/09)
SeeTable 8,Special Condition
CG, N/A 310 CMR 7.7
< 5 ppmvd corrected to 3%,@block hour average)
< 0.003 Ib/MMBtu (block hour average),
NH, < 3.8 Ib/hr,< 16.4 tons/12 consecutive months MassDEP Approval #1-P-05-014 (dated 6/27/05
SeeTable 8,Special Conditions1-12
Table 3 Notes:

(1) The Permittee may burn coal containing above 9%U@% ash and up to a sulfur content of 3.00 MB#u provided they notify MassDEP in writing pritr burning
this fuel and they comply with the low80, emission limits£ 2.0 Ib/MWh yearly ang 3.0 Ib/MWh monthly) from that point forward in tenSee Table 8, Special

Condition 9.
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Table 3(continued)
Fuel or - o o Applicable Regulation
EU # . Restrictions Pollutant Emission Limit/Standards
Raw Material and/or Approval No.
3B-a, 3B-h . < 20%, except 20 tg 40% for
4B-a, 4B-b fly ash none Opacity < 2 minutes during any one hou 310 CMR 7.06(1)(b)
9C degreasing < 100 gallons of solvent per degreaser VOC N/A 310 CMR 7.03(8)
solven @ (calendar month basis) 310 CMR 7.18(8)(a)
1P Propane The engine may operate for an unlimited N/A N/A 40 CFR 63.6640(f)(2)(i) and (ii)
number of hours in emergency situations and
for routine testing and maintenance.
The engine may operate for the purpose of 40 CFR 63.6640(f)(2)(ii)
maintenance checks and readiness testing,
provided that the tests are recommended by|the
manufacturer, the vendor, or the insurance
company associated with the engine.
The engine may operate up to 50 hours per 40 CFR 63.6640(f)(2)(iii)
calendar year for non-emergency situatidhs
Fs\zlcljltey_ Greenhouse G&% N/A 310 CMR 7.71State Only]
Table 3 Notes:

(4) Petroleum hydrocarbon (contains no halogens)

(5) The 50 hours per year for non-emergency situattansiot be used for peak shaving or to generateriador a facility to supply power to an electriacdgor otherwise
supply power as part of a financial arrangemertt aitother entity.

(6) Greenhouse Gas means any chemical or physicaksesthat is emitted into the air and that MassbDial reasonably anticipate will cause or contritiatelimate change
including, but not limited to, C9 CH;,;, N,O, Sk, hydrofluorocarbons (HFCs), and perfluorocarbd®B(s).

Legend:
NOx =

CO =
COo, =
VOC =
SO, =
PM =
PMy =
PM,s =
NH3 =
Hg =
Opacity =

Nitrogen Oxides

Carbon Monoxide

Carbon Dioxide

Volatile Organic Compounds

Sulfur Dioxide

Total Particulate Matter

Particulate Matter less than or equal to 1€roms in diameter
Particulate Matter less than or equal to 2i&ons in diameter
Ammonia

Mercury

exclusive of uncombined water vapor

Ib/MMBtu = pounds per million British Thermal Uni

Ib/hr = pounds per hour

ppmvd @ 3% @ = parts per million by volume, corrected to 3qeat oxygen
gm/bhp-hr = grams per brake horsepower for one fengine output)
Ib/MWh = pounds per megawatt-hour

1b/GWh = pounds per gigawatt-hour

<= less than or equal to
> = greater than or equal to
<= less than

% =  percent

N/A = not applicable
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B. COMPLIANCE DEMONSTRATION- The Permittee is subject to the monitoring, testin
recordkeeping, and reporting requirements as aoedan Tables 4, 5, and 6 below and 310
CMR 7.00 Appendix C (9) and (10): and applicabureements as contained in Table 3,
unless otherwise specified below.

Table 4

EU #

Monitoring/Testing Requirements

1B

1.

In accordance with MassDEP Approval #1-B-94-8ad 310 CMR 7.14(2), 310 CMR 7.19(13)(a)1., ancCER
Part 72, the Permittee shall monitor the,NMission rate and mass emissions using ContinBmissions
Monitoring Systems (CEMS) meeting the requiremd®<FR Part 75. In addition, the lN@mission monitoring
shall use the procedures contained in 40 CFR PBaxt gather and analyze data and provide qualgyrasce and
quality control. Compliance with 40 CFR Part 75Ikbanstitute compliance with this requiremt

In accordance with MassDEP Approval #1-B-94-Gh&,programmable logic controller serving the CE&hall be
programmed to obtain readings from the,N@d CO monitor at least every 10 seconds and candfiisminute
block averages as well as one hour averages aispdy 310 CMR 7.19(13)(b)9. The Permittee slealculate
the NG, emission rate using the procedures specified iEBR Part 75 Appendix F, Conversion Proced!

In accordance with 310 CMR 7.19(13)(b)10., teenfittee shall operate its CEMS at all times thatémission
unit is operating except for periods of CEMS caltion checks, zero span adjustment, reasonablegenaince, and
periods of unexpected and unavoidable failure efatiuipment. Notwithstanding such exceptions, linages the
Permittee shall obtain valid data for at least #&%he operating hours per day, 75% of the opeyadiays per
month, and 90% of the operating hours per quartengd which the emission unit is operating. Thiguiement
applies to the monitoring of CO emissions. When itaoimg SO, NO, and Hg, the Permittee shall comply with t
data availability requirements specified in 40 OF&t 75

ne

In accordance with 310 CMR 7.19(13)(a)1., theritéee shall demonstrate compliance with CO eroissi
limits/standards with Continuous Emissions MonitgrSystems (CEMS) as specified in 310 CMR 7.19()3}tO
emissions shall be monitored as specified in 31RCMLI(13)(b)1. through 7.19(13)(b)12. In accora@awith 310
CMR 7.14(2), the Permittee shall monitor CO emissiwith CEMS certified in accordance with the perfance
specifications contained in 40 CFR Part 60, Appedand use the procedures contained in 40 CFR6Part
Appendix F to provide quality assurance and qualitytrol

In accordance with the Acid Rain Program 40 Gf&R 72 and 310 CMR 7.14(2), the Permittee shaflitar SQ
emissions with CEMS meeting the requirements o£&® Part 75 and use the procedures contained ihterei
gather and analyze data, provide quality assurandeguality control. Compliance with 40 CFR Partsiall
constitute compliance with this requirement.

In accordance with the Acid Rain Program 40 Gf&R 72 and 310 CMR 7.32(8)(a), the Permittee shahitor
flue gas mass or volumetric flow with a CEMS flowemitoring system pursuant to 40 CFR Part 75 andhese
procedures contained therein to gather and andBtze provide quality assurance and quality col [State Only]

In accordance with MassDEP Approval #1-B-90-GB8,Permittee shall demonstrate compliance with th
Massachusetts Acid Rain Law set forth in 310 CMB2hy monitoring each fuel utilization facility this part of
said approval. The monitoring shall include thergitp of each fuel burned (gallons, tons, or cubiet), the sulfur
content (pounds per million Btu and percent by Wwdigand the average heating value or heat inpaaoh fuel
burned (Btu per gallon, ton or cubic foot). Whepplecable, such data shall be from CEMS that meet t
monitoring requirements of 40 CFR Part [State Only]

In accordance with MassDEP Approval #1-B-94-8ad the Acid Rain Program 40 CFR Part 72, the Rieni
shall measure carbon dioxide (g@ the flue gas using CEMS. The €OEMS shall meet the requirements of 4
CFR Part 75 in order to convert §&nd NQ continuous emission monitoring data to units efapplicable
emission standards as specified in Table 3. Compéiavith 40 CFR Part 75 shall constitute complianitk this
requiremen

The Permittee shall use the substitution proeedfor missing data specified in 40 CFR Part 76pau D and/or
40 CFR Part 75 §75.70(f) whenever the CEMS fathmsure and record a valid quality-assured hodatzf for
SO,, NQ,, CO;, exhaust flow, or heat input.

10.

In accordance with 40 CFR Part 75, the Peemithall perform annual Relative Accuracy Test BU(RATA).
Quarterly CEMS linearity checks on NOx, SO2 andetit analyzers shall be performed using the praesdu
specified in 40 CFR Part 75. Quarterly Cylinder @aslits (CGA) and Continuous Opacity Monitoring &ysa

(COMS) Audits shall be performed using the procedispecified in 40 CFR Part 60 Appendix A.




Mount Tom Generating Co., LLC DRAFT Renewal Air Quality Operating Permit
Application # 1-O-07-030; Transmittal # W133105
Page 10 of 30

Table 4 (continued)

EU#

Monitoring/Testing Requirements

1B

11.

In accordance with 310 CMR 7.14(2) and thelA&R&ain Program 40 CFR Part 72 and 40 CFR Parth@5, t
Permittee shall monitor the opacity of the flue gagg a Continuous Opacity Monitoring System (CQM®ie
COMS shall meet Performance Specification 1 of BR®art 60, Appendix B. In accordance with 310 CMR
7.04(2)(a), the COMS shall be equipped with auditéems and recorders that signal the need for astign
equipment adjustment or repair when the smoke tjeissequal to or greater than No. 1 of the C

12.

The Permittee shall determine opacity in ataoce with 40 CFR Part 60, Appendix A, Method Stésting of
visible emissions during a COMS malfunction. Thisthod shall also apply to any detached plu

13.

In accordance with MassDEP Approval #1-B-94,Ghe Permittee shall monitor the temperaturdefexhaust
stream using a CEMS meeting the requirements ofCMR 7.19(13)(b’

14.

In accordance with 310 CMR 7.19(13)(d)3., atady basis the Permittee shall measure the tyjiget(s) burned
each day, heat content of each fuel, the totaitgatlue of the fuel consumed for each day, theaemission
rates of CO and NQand the allowable emission rates of CO ang.NO

16.

In accordance with MassDEP Approval #1-P-05-8&3d 310 CMR 7.00 Appendix C(9)(b) , the Permitieall
monitor sulfur and ash content (by weight, dry Eaef each new shipment of coal received. Compéanith the
percent sulfur in fuel and percent ash in fuel regoents can be demonstrated by maintaining a stgppceipt
from the fuel supplier (shipping certification)rolugh testing (testing certification), or using CEMhere
applicable. The shipping receipt certification esting certification of sulfur and ash content klatument that
the testing has been conducted in accordance héthpplicable ASTM test methods: (for sulfur D129-b1072-
56, D12266-67, D1552-83, D2622-87, D4294-90; amcaft: D482-95) or any other method approved by the
MassDEP and EP.

17.

In accordance with 310 CMR 7.04(4)(a), theniéee shall inspect and maintain the facility atardance with
the manufacturers’ recommendations and test iffarient operation at least once each calendar. yidee results
of said inspection, maintenance, and testing aaedi#te upon which it was performed shall be reabedal posted
conspicuously on or near the facil

18.

In accordance with MassDEP Approval #1-E-02-@June 7, 2002; Amended May 15, 2009) and 310 GN\2R,
actual emissions shall be monitored for the indigidunit in the calculation for demonstrating coiapte. Actual
emissions shall be monitored in accordance witEBR Part 75 for S© CO,, and NQ. The MassDEP shall detal
the monitoring methodology for CO and BMat the time regulations are promulgated by thedd& for those
parametergdState Only]

19.

In accordance with MassDEP Approval #1-E-02-@ne 7, 2002; Amended May 15, 2009) and 310 G\2R,
monitor actual net electrical output, expressech@gawatt-hours. Actual net electrical output shalprovided for
the individual unit in the calculation demonstrgttompliance[State Only]

20.

In accordance with 310 CMR 7.32(8)(a), all CEMonitoring systems are subject to initial perfance testing
and periodic calibration, accuracy testing and itpuabsurance/quality control testing as specified0 CFR Part
75 Subpart I. [State Only]

21.

As required by 310 CMR 7.32(8)(c)1.,duringesigpd when valid data is not being recorded by aitoang
system approved under 310 CMR 7.32, the missingvaiid data must be replaced with default datadoordance
with the provisions of 40 CFR 75.70(f). The apphleamissing data procedures are specified in 40 E&fR75 for
NO, emission rate (in Ib/MMBtu), heat input, stack gakimetric flow rate, oil density, GCV or fuel florate.

[State Only]

22.

In accordance with 310 CMR 7.32(8)(a), NOxs=iains data must be reported to the NOx Emissioackihg
System (NETS) in accordance with 310 CMR 32(8]&pate Only]

23.

In accordance with 310 CMR 7.32(8)(d), the RAllesignated representative for a CAIR,NQzone Season Unit
shall submit written notice to the MassDEP or Adstitator in accordance with 40 CFR 75.@8tate Only]

24.

In accordance with 310 CMR 7.32(8)(b)4., exepprovided in 310 CMR 7.32(8)(b)1., the owneoperator of a
CAIR NOx Ozone Season unit shall comply with the followinigial certification and recertification procedsréor
a continuous monitoring system under 310 CMR 7.%2]8.a[State Only]
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Table 4 (continued)

EU#

Monitoring/Testing Requirements

1B

25.

In accordance with MassDEP Approval #1-E-01-Qie 7, 2002; Amended May 15, 2009) and 310 CMR
7.29(5)(a)3.g.i, the Permittee shall monitor thedtgssion rate and mass emissions using a Merconjtbting
System meeting the requirements of 40 CFR Parn7&addition the Hg emission monitoring shall use th
procedures contained in 40 CFR Part 75 to gathetaaalyze data and provide quality assurance amlato
Compliance with 40 CFR Part 75 shall constitutmpliance with this requireent.[State Only]

26.

In accordance with MassDEP Approval #1-E-01-Qi@e 7, 2002; Amended May 15, 2009), actual éomsf
each regulated pollutant shall be monitored fonviddial units and as a facility total for all unitecluded in the
calculation demonstrating compliance. Actual emissishall be monitored in accordance with 310 CMR
7.29(7)(b)1.b., c., and d. for H[State Only]

27.

In accordance with MassDEP Approval #1-P-0540t4he SCR system, the Permittee shall instal KEMs
with the outputs directed to the data acquisitigstem. These monitors will be used initially asragieg indicators
versus direct compliance level monitors due toutheertain NH CEM performance on coal fired boilers.

The NH; CEMs shall comply with the linearity check and Rffequencies and grace periods as specified in 4
CFR 75 in conducting gas audits and RA1

OJ

28.

In accordance with MassDEP Approval #1-P-0540t4he SCR system, on an annual basis, the Resrghall
submit a report on the performance and relativeraoy of the NH CEMs, a recommendation on the feasibility
their use as a compliance determination method pamposed frequency for future Is compliance testing

—h

30.

In accordance with MassDEP Approval #1-P-07-049Tom shall continuously monitor and record Thebosorp
system sorbent usage rates, baghouse temperatdrbaghouse differential pressu

3B-a, 3Bb
4B-a, 4B-b

31.

In accordance with 310 CMR 7.00: Appendix G{¥(, the Permittee shall monitor the flyash comvgpystem
baghouses with broken bag detectors. The brokenl&gtors shall be configured and calibrated snahthey
will automatically shut down the conveying systdma broken bag is detect:

9C

32.

In accordance with 310 CMR 7.18(8)(h), the Reeem shall upon request of the MassDEP, perforimeoe
performed tests to demonstrate compliance withGUR 7.18(8)

Facility-
Wide

33.

In accordance with 310 CMR 7.13, the Permatesd conduct stack testing, upon written requésh® MassDEP,
for any air contaminant for which the MassDEP hetednined testing is necessary, to ascertain camsi with
the MassDEP's regulations or design approval posviall such testing shall be conducted in accocdamith 310
CMR 7.13 (1) and (2), and in accordance with thaiepgble procedures specified in 40 CFR 60 Apperdoc
other method(s) if approved by the MassDEP and EPA.

34.

The Permittee shall monitor operations suahitiformation may be compiled for the annual prapan of a
Source Registration/Emission Statement Form asnesijby 310 CMR 7.12.

35.

In accordance with 310 CMR 7.71(1) and Appei{9) establish and maintain data systems or dekeeping
practices (e.g. fuel use records¢ 86age documentation, Continuous Emissions MonigaBlystem) for
greenhouse gas emissions to ensure complianceheitieporting provisions of M.G.L. c. 21N, therGéte
Protection and Green Economy Act, St. 2008, c. 83 [State Only]

Table 4 notes: none
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Table 5

EU#

Recordkeeping Requirements

1B

1.

In accordance with 40 CFR Part 75, 310 CMR .3f&)1., 310 CMR 7.19(13)(b)1. through 7.19(13)h) 40
CFR Part 60, Appendix B, and 40 CFR Part 60 AppeRdthe Permittee shall record the emissions of, \CD,
SGC,, CG,, and the flue gas opacity and volumetric flow maea continuous bas

In accordance with MassDEP Approval #1-B-90-88 810 CMR 7.19(13)(d), on a daily basis for eagbrating
day, the Permittee shall record the type(s) of fughed, the quantity of each fuel (gallons, tars;ubic feet), the
sulfur content of each fuel (pounds per million Bd percent by weight), the average heating vd@teper
gallon, ton, or cubic foot) of each fuel, and tbalt heating valu of each fuel consume

The Permittee shall keep records of any op&estis performed in accordance with EPA Test Methaab specified
in 40 CFR Part 60, Appendix

The Permittee shall keep and maintain all Snidéesity Indicator Recording Charts required by 8MR
7.04(2)(a) or COMS records required by 40 CFR Parand 40 CFR Part 60, Appendi»

In accordance with 310 CMR 7.00: Appendix C(®(bthe Permittee shall keep and maintain fuelyaigresults
used to demonstrate coriance with fuel sulfur and ash content requirem

In accordance with 310 CMR 7.04(4)(a), the Peemishall maintain records of the results of futdization facility
inspection, maintenance, and testing and the datp(s which it was performed. Such records shalpdsted
conspicuously on or near the facility.

In accordance with 310 CMR 7.19(13)(d)1. andCHR Part 75, the Permittee shall maintain recofdsl o
measurements, performance evaluations, calibratienks, maintenance, and adjustments for each CEM.

In accordance with 310 CMR 7.19(13)(d)8., atiorels required by 310 CMR 7.19(13)(d), includingnpuiter
retained and generated data, shall be kept inmgrently bound log book or any other form acceptébthe
MassDEP for a period of at least five (5) years.

In accordance with 40 CFR Part 75 §75.53, thenRee shall prepare and maintain a Quality Assce&uality
Control (QA/QC) plan containing sufficient infornat on the CEMS and COMS to demonstrate that aib&ons
of SO,, NO,, CG;, and opacity are monitored and reported. The Rerenshall update the QA/QC plan whenever
makes a replacement, modification, or change ircéngfied CEMS and/or COMS, including a changéhie
automated data acquisition and handling system tiva flue gas handling system. The QA/QC plan| slwaitain

all of the information required by 40 CFR Part 7% %3(e).

10.

In accordance with 40 CFR Part 75 875.57, #renRtee shall maintain a file of all measuremed#sa, reports, angl
other information required by 40 CFR Part 75. Siédshall include all information required by 40-R Part 75
§75.57(a)(1) through (¢

11.

The Permittee shall keep records of all measeins, data, reports and other information requised10 CMR
7.32. [State Only]

12.

In accordance with MassDEP Approval #1-E-01-Qi@e 7, 2002; Amended May 15, 2009) and 310 C\R,7
maintain a record of actual emissions for eachleggd pollutant for each of the preceding 12 man#ttsual
emissions shall be recorded for individual unitd as a facility total for all units included in thelculation
demonstrating compliance. Actual emissions provigieder this section shall be recorded in accordaitte40
CFR Part 75 for S§ CO,, and NQ, in accordance with MassDEP Approval #1-P-05-@i4Hg, and for CO, and
PM, 5 at the time regulations are promulgated by thedD&P for those parametefState Only]

13.

In accordance with MassDEP Approval #1-E-01-@®/2/2002; Amended 5/15/2009) and 310 CMR 7.29{2)(
maintain a record of actual net electrical outputfach of the preceding 12 months, expressed gawegt-hours.
Records of actual net electrical output shall bentamed for the individual unit in the calculatidemonstrating
compliance[State Only]

14.

In accordance with MassDEP Approval #1-E-02-0&/7/2002; Amended 5/15/2009) and 310 CMR 7.298)3),
maintain a record of the resulting output-basedssion rates for each of the preceding 12 monttiseach of the
12 consecutive rolling month time periods, exprésegpounds per megawatt-hour for S0, and NG and
pounds per gigawatt-hour for Hg. Output based darisstes shall be provided for the individual esios unit in
the calculation demonstrating comjnce [State Only]

it
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Table 5(continued)

EU#

Recordkeeping Requirement

1B

16.

In accordance with, 310 CMR 7.32(6)(b) inforimaton the CAIR Authorized Account Representati@AKR-
AAR) Form must be kept currerjState Only]

17.

As required by 310 CMR 7.32(1)(f)5., unledsentvise provided, the owners and operators of thERQNOy Ozone
Season source and each CAIR,NQzone Season unit shall keep on-site at the sooust keep all measurements
data, reports and other information required by GMR 7.32 for five years from the date the docuniertreated.
The period may be extended for cause, at any tef@d®the end of five years, in writing by the MaE® or
Administrator.[State Only]

18.

In accordance with MassDEP Approval #1-E-02-(&7/2002; Amended 5/15/2009), for the standat10
CMR7.29(5)(a)3.c.i., e.ii., and f.ii. based on HEMS meeting quality assurance procedures detaild® iCFR
Part 60 Appendix F Procedure 1 and/or performapeeifications, test procedures and calculationsaygal by
MassDEP in the monitoring plan required under 3MRC3.29(5)(a)3.9., any particulate-bound Hg accedrior
under the provisions of 310 CMR 7.29(5)(a)3.ghalsbe calculated from the most recent averagesured
pounds of particulate Hg emitted per million Btinsamed multiplied by the heat input determined ud@CFR
Part 75 for each calendar month. Affected facgitieay choose to subtract the heat input attritbeitmbcombustion
of fuels other than solid-fossil fuel and ash itlsineat input is determined using the procedurd®&FR Part 75
Appendix D.[State Only]

19.

In accordance with MassDEP Approval #1-E-02-(&7/2002; Amended 5/15/2009) and 310 CMR 7.28§3),
keep records of requireHg stack testing ed ash testin([State Only]

20.

In accordance with MassDEP Approval #1-E-02-(&7/2002; Amended 5/15/2009) and 310 CMR 7.28§8)g.,
maintain a record of all measurements, performanetuations, calibration checks, and maintenane@gustments
for each Hg CEMS[State Only]

21.

In accordance with MassDEP Approval #1-E-02-(5/7/2002; Amended 5/15/2009), maintain a recdractual
emissions for Hg for each of the preceding 12 maniittual emissions shall be recorded for individugts and as
a facility total for all units included in the calation demonstrating compliance. Actual emissisimal| be recorded
in accordance with 310 CMR 7.29(7)(b)1.b., c. anfbdHg [State Only]

22.

In accordance with MassDEP Approval #1-E-02-@&7/2002; Amended 5/15/2009), the Permitteel &lealp all
measurements, data, reports, and other informagiguired by 310 CMR 7.29 on-site for a minimumieéf(5)
years[State Only]

23.

In accordance with MassDEP Approval #1-P-08;@lrecord keeping system for the SCR emissiotraiosystem
shall be established and maintained on site byP#raittee. All such records shall be maintainedasgate such
that year-to-date information is readily availafleMassDEP examination upon request. The recoepikg
log/system, including any other “credible evidencgiall be kept on-site for a minimum of five (8@ays. Record
keeping shall, at a minimum, include:

a. Compliance records sufficient to demonstrateghassions from the facility have not exceededssin limits
contained in MassDEP Approval #1-P-05-014. Sucbmiscshall include, but are not limited to, fuehgs rate,
emissions test results, monitoring equipment datbraports.

b. Maintenance: A record of routine maintenancesigiets performed on the proposed control equipnzartt
monitoring equipment including, at a minimum, tiipet or a description of the maintenance perfornmetithe
date and time the work was completed.

¢. Malfunctions: A record of all malfunctions oretproposed emission control and monitoring equigmen
including, at a minimum: the date and time the oradfion occurred; a description of the malfunctiom the
corrective action taken; the date and time cowedictions were initiated; and the date and tinmeective
actions were completed and the equipment was dumcomplianc

24.

In accordance with MassDEP Approval #1-P-08-fat the SCR system, the Permittee shall mairgaisite for
five (5) years all records of output from all cantous monitors for flue gas emissions and fuel gonion, and
shall make these records available to the MassQiei tequest.

25.

In accordance with MassDEP Approval #1-P-08;@ie Permittee shall maintain a log to recordfmms, upsets
or failures associated with the SCR emission cosirstem.
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Table 5(continued)

EU#

Recordkeeping Requirement

1B

26.

In accordance with MassDEP Approval #1-P-05;®34 Permittee shall generate monthly reportsinsk that
document fuel use and compliance with the 12% argacand 9% per 12 rolling month ash limits. If dimyits are
exceededthe Permitte shall notify the MassDEP in writing no later thére tL2" day of the following mont

27.

In accordance with MassDEP Approval #1-P-05;®34 Permittee shall maintain coal certificatimeiuding coal
supplier and % ash per shipment, and coal puraleeseds at the facility. These records shall be kepsite for
five (5) years from date of record and shall be ena¢hilable to the MassDEP upon reqt

3B-a, 3B-b
4B-a, 4B-b

28.

In accordance with 310 CMR 7.00: Appendix dgB)the Permittee shall keep records of inspectamsor
maintenance performed on the fabric filters, inglgdhe locations of any broken bags.

9C

29.

30.

In accordance with 310 CMR 7.03(6) and (8),Reemittee shall establish and maintain a recorkgesystem on-
site and in sufficient detail to document the d#teonstruction, substantial reconstruction orratien of the
emission unit. In addition, the recordkeeping gysshall document the solvent usage rate of thestoniginit in
gallons per month.

In accordance with 310 CMR 7.18(8)(g), the R shall prepare and maintain daily recordsicefit to

demonstrate compliance with an instantaneous averéigne as stated in 310 CMR 7.18(2)(a). Recoladl s

include, but are not limited to;

a. identity, quantity, formulation and density of@nt(s);

b. quantity, formulation and density of all wastévent generated;

c. actual operational and performance charactesisfithe degreaser and any appurtenant emissaghgre and
control equipment, if applicable and

d. any other requirements specified by the Departimeany approval(s) and/or order(s) issued toprson

Facility-
wide

31.

In accordance with 310 CMR 7.00: Appendix Af®(, the Permittee shall maintain the test resfleny stack
testing performed in accordance with 310 CMR 7.18¢lof any other testing or testing methodologyuiead by
the MassDEP or EP

32.

The Permittee shall maintain records for tieual preparation of a Source Registration/EmisSitatement Form
as required by 310 CMR 7.12 and keep copies ofc@dRegistration/Emission Statement Forms subnmititedially
to the MassDEP as required by 310 CMR 7.12(3)(b).

33.

In accordance with 310 CMR 7.00: Appendix G()) the Permittee shall maintain records of ahitoring data
and supporting information required by this Opeg#Permit on site for five (5) years from the daft¢he
monitoring sample, measurement, repr initial Operating Perm application

34.

In accordance with 310 CMR 7.71 (6) b. anettain at the facility for five years and make #aslie to the
MassDEP upon request copies of the documentatitimeahethodology and data used to quantify emission
[State Only]

Table 5 Notes: none
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Table 6

EU#

Reporting Requirements

1B

1.

In accordance with 310 CMR 7.14(2) and 310 CMBP9{L3)(d)2., the Permittee shall submit CEM Excess

Emission Reports for each calendar quarter byttingeth (30" day of April, July, October, and January

covering the previous calendar periods of Jandanugh March, April through June, July through ®epter,

and October through December, respectively. Sypbrte shall disclose any instances in which thessions

of NO,, CO and S@and/or visible emissions (opacity and/or smokdusiee of uncombined water) exceedg

the emission limits/standards contained in Table &ddition, the reports shall contain the follogi

information:

a. The date and time of commencement and complefieach period of excess emissions and the malgit
of the excess emissions;

b. Identification of the suspected reasons foretkeess emissions and any corrective actions oeptative
measures taken;

c. The date(s) and time(s) the CEMS and/or COMBp=d collecting valid data and the corresponding
date(s) and time(s) said systems started to colidt data again;

d. CEMS and/or COMS downtime due to equipment malfions such as excessive zero and span drift and

calibrations;

e. The nature and date of any CEMS or COMS repairs;

f. The emission unit’s total operating time durthe quarter;

g. The percentage of operating time when excesss@nss for the emission unit during each quarteuoed,;
and

h. The CEMS and COMS data capture percentage &br allutant.

o

[

In accordance with 310 CMR 7.32(8)(e), the Peemishall submit to the EPA Acid Rain Division MID,
emissions and operating information for each caendarter of each year in accordance with thedstiats
specified in 40 CFR Part 75, Subpart H. The subiomissiust be in an electronic format which meets the
requirements of EPA's Electronic Data Reporting REBonvention. Quarterly reports must contain,NO
emissions in pounds per hour for every hour andutative quarterly and seasonal Némissions data in
pounds in a format consistent with the EDR conwentThe Permittee shall submit quarterly reportgaas of
the quarterly reports submitted to EPA to complthwi0 CFR Part 7 [State Only]

In accordance with MassDEP Approval #1-B-90-GB8,Permittee shall submit $@&mission reports for eac
calendar quarter to verify compliance with the Masaisetts Acid Rain Law, 310 CMR 7.22. Said repsit|
be submitted by the $day of April, July, October, and January covetiing previous calendar periods of
January through March, April through June, Julptiyh September, and October through December,
respectively. For each fuel utilization facilityathis part of the acid rain control plan, said mpshall contain
a monthly summary and a calendar year to date suyrwfia

a. the type(s) of fuel burned;

b. the quantity of each fuel (gallons, tons, oricdeet), the sulfur content of each fuel (pounds million
Btu and percent by weight); and

c. the average heating value (Btu per gallon, dorcubic foot) of each fuel burned.

[State Only]

In accordance with 310 CMR 7.19(13)(d)9., thenigee shall submit compliance records within (&0) days
of written requet by the MassDEP or EP

The Permittee shall comply with all reportinguéements set forth in 40 CFR Part 75 Subparh@uding,
but not limited to, all notifications required b@ €FR Part 75 §75.61, submittal of a monitoringy@a
required by 40 CFR Part 75 §75.62, submittal ofiappons for recertification as required by 40 CPRrt 75
§75.63, and submittal of quarterly reports as neguby 40 CFR Part 75 §75.64. Said quarterly repsrall be
submitted to EPA in an approved electronic fornmat shall include all information required by 40 CPRrt

75 §75.64(a) through (i
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Table 6 (continued)

EU #

Reporting Requirements

1B

6.

By January 30 of the year following the earleggplicable compliance date for the affected fgcilinder 310
CMR 7.29(6)(c), and January 30 of each calendartheaeafter, the company representative respanfibl
compliance shall submit a compliance report to \d&#3 demonstrating the facility’s compliance statith
the emission standards contained in 310 CMR 7.288nhd in MassDEP Approval #1-E-01-072 (6/7/2002
Amended 5/15/2009). The report shall demonstradatility’s compliance status with applicable nidpt
emission rates for each month of the previous cleyear, and each of the twelve previous consezag-
month periods. The compliance report shall inclalienformation and statements listed in 310 CMR
7.29(7)(b)4Y) [State Only]

In accordance with MassDEP Approval #1-E-01-(&2/2002; Amended 5/15/2009) and 310 CMR 7.29, {
MassDEP may verify the facility’s compliance stalyswhatever means necessary, including but natddio
requiring the affected facility to submit informati on actual electrical output of company genegatinits
provided by the New ngland Independent System Operator (ISO), or angessor theret [State Only]

As required by, 310 CMR7.32(8)(e) for units tbatnmence commercial operation before July 1, 206G¥,
CAIR Designated Representative shall submit qugrteports in accordance with 310 CMR 7.32(e)4.a.
[State Only]

10.

In accordance with 310 CMR 7.32(5)(8)(e)4fahe CAIR NG, Ozone Season unit is subject to an Acid R
emissions limitation or the CAIR NQAnnual Trading Program or monitors lf@missions using CEMS or if
the owner or operator of such unit chooses to tegoan annual basis under 310 CMR 7.32(8), theRCAl
Designated Representative shall meet the requirsnoésubpart H of 40 CFR 75 (concerning monitomafg
NOx mass emissions) for such unit for the entire pear shall report the NOmass emissions data and heat
input data for such unit, in an electronic quaytegiport in a format prescribed by the Administrafor each
calendar quarterState Only]

Ain

11.

The Permittee is required to provide notificatof QA testing for RATAs and AppendixE/LME tests.
Notification must be made at least 21days prichtoscheduled test date to the EPA as require® ISFR
75.61, to the MassDEP Lawrence office at MassDE#| Bxperiment Station, 37 Shattuck Street, LaweeiA
01843-1398 Attn: Source Monitoring Section, anthibMassDEP Regional office, Attn: BWP Permit Chiief
tests must be rescheduled, 24 hours notice mugitbe, as specified in 40 CFR 75.61(a)(5).

12.

In accordance with 310 CMR 7.00: Appendix Céreviously approved protocol may be referen¢¢beatime
of test notification provided that the referencedtpcol was completed in accordance with currenCER Part
75 procedures, addresses all previous MassDEPgmiatomments to the satisfaction of the MassDEH, an
none of the information has changed. If a revisedgeol must be submitted, it must be submitteléadt 21
days prior to the scheduled test date.

13.

In accordance with 310 CMR 7.00: Appendix C(&(ardcopy of the QA RATA or Appendix E/LME test
results must be submitted to both the MassDEP Laverand the MassDEP Regional Office within 45 days
completion of tes. The electronic results must be submitted in thetqusg electronic data rep« (EDR).

14.

In accordance with 310 CMR 7.00: Appendix C(183ults from QA daily Calibrations, quarterly kearity
checks and Appendix D Fuel Flowmeter tests museperted electronically in the EDR submittal foe th
quarter in which the testing occurs

15.

In accordance with 310 CMR 7.29(7)(g), the Reem shall submit the results of all Hg emissiansnitor,
and optimization test reports, along with suppgrtalculations, to the MassDEP within 45 days after
completion of such testir [State Only]
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Table 6 (continued)

EU #

Reporting Requirements

1B

17.

All notifications and reporting required by MBEP Approval #1-P-05-014 shall be made to thextate of:
Department of Environmental Protection
436 Dwight Street
Springfield, Massachusetts 01103
ATTN: Chief, Compliance and Enforcement Section
Telephone: (413) 755-2131
Fax: (413) 784-1149

18.

In accordance with MassDEP Approval #1-P-05;@d Permittee shall notify the MassDEP by teleghor
fax as soon as possible but no later than threbu&8hess days after the occurrence of any upsets o
malfunctions to the proposed facility equipment RCair pollution control equipment, or monitoring
equipment which results in an excess emissiong@thbient air ed/or a condition of air pollutio

9C

19.

In accordance with 310 CMR 7.03(2), the Pegwitthall report to the MassDEP any constructionstaumtial
reconstruction or alteration, as described in 3MRC7.03, on the next required source registration.

Facility-
wide

20.

In accordance with 310 CMR 7.12(2), the Peswitthall submit a Source Registration/EmissioreStant
form to the MassDEP on an annual basis.

21.

In accordance with 310 CMR 7.00 Appendix C(&Q)submit to the Department two compliance sunesar
one by January 30 for the time period Juliarough December of the previous calendar yeartadther by
July 30 for the time period Januarghrough June of the current calendar year. (Seeistoa 10 in
“GENERAL CONDITIONS FOR OPERATING PERMIT")

22.

In accordance with 310 CMR 7.13(1)(d), submithte Department any stack test results for any air
contaminant obtained from stack testing requirethleyDepartment within such time as agreed toén th
approved test protoc

23.

In accordance with 310 CMR 7.00 Appendix C(®(bsubmit annually by January 30 of each year a
certification that the facility is maintaining tihequired records to assure the facility is in caemade with the
applicable requirements designated in this pei(®@ée Provision 10 in “GENERAL CONDITIONS FOR
OPERATING PERMIT")

24.

In accordance with 310 CMR 7.00 Appendix C(aR)$ubmit to the Department any record relevathito
Operating Permit or to the emissions of any aitaminant from the facility within 30 days of thegtest by
the Department or EP

25.

In accordance with 310 CMR 7.00 Appendix C([@0)e Permittee shall report to the DepartmeRégional
Bureau of Waste Prevention all instances of demiatifrom permit requirements. (See Provision 25 in
“GENERAL CONDITIONS FOR OPERATING PERMIT")

26.

In accordance with 310 CMR 7.13(1) and 7.13{2gtermined by MassDEP that stack testing iessary to
ascertain compliance with MassDEP’s regulatiordesign approval provisos shall cause such statthgde be
summarized and submitted to MassDEP as prescribibe iagreed-upon pretest protocol.

27.

In accordance with 310 CMR 7.13(1)(d), the R shall submit to the MassDEP any stack testlte for
any air contaminant obtained from stack testingiiregl by the MassDEP within such time as agreed the
approved test protoc:

28.

The Permittee shall submit Emissions Complidresting (Stack Testing) Reports in accordance @4it
CMR 7.19(13)(c]

29.

In accordance with 310 CMR 7.71(5), by Apritd6f each year, report emissions of greenhousesgasm
stationary emissions sources including, but noitdichto, emissions from factory stacks, manufaotyri
processes and vents, fugitive emissions, and ptleeess emissions; and owned or leased motor eshidien
stationary source greenhouse gas emissions areigtiean 5,000 short tons G& Report greenhouse gas
emissions electronically in a format that can bebaumodated by the registftate Only]

30.

In accordance with 310 CMR 7.71(6), certifyegrieouse gas emissions reports using a form provged
MassDEP or the registrjState Only]

31.

In accordance with 310 CMR 7.71(7), by Decend&rof the applicable year submit to MassDEP
documentation of triennial verification of the gnbeuse gas emissions rep§8tate Only]

Table 6 Notes:

(1) Ifthe ISO final settlement of actual electricakput is not available, the facility shall submit@mpliance report based on
provisional values of actual electrical output. dpeceiving certified ISO values of actual eleaticutput for all
provisional months within the calendar year, ttalitg shall submit a revised compliance reporthiit30 days thereafter.
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C. GENERAL APPLICABLE REQUIREMENTS- The Permittee shall comply with all
general applicable requirements contained in 31RCGMO et. seq. and 310 CMR 8.00 et.
seq., when subject.

D. REQUIREMENTS NOT CURRENTLY APPLICABLE The Permittee is currently not
subject to the following requirements:

Table 7
Regulation Reasot
310 CMR 7.28: As of January 1, 20009, this regulation is no loraygplicable; it was
NOy Allowance Trading Program superseded by 310 CMR 7.32.

310 CMR 7.27:

NOy Allowance Program

310 CMR 7.16: Reduction of

Single Occupant Commuter Vehicle Use

Superseded by 310 CMR 7.28 and 7.32.

Facility employs less than 250 people.

42 U.S.C. 7401, § 112 (r): Facility does not store, use or process any ofisted compounds in
Prevention of Accidental Releases guantities greater than thresholds.

40 CFR Part 82: Facility no longer services its air conditionersrfprmed by outside
Protection of Stratospheric Ozone contractor

Table 7 Notes. none

5. SPECIAL TERMS AND CONDITIONS
The Permittee is subject to the following specralsions that are not contained in Tables 3, 4,
5, and 6:

Table 8
EU # Special Terms and Conditions
1. EU 1B s regulated in accordance with 310 CMB27Sulfur Dioxide Emission Reductions for the purpose of
1B Reducing Acid Rain and must comply with an emission rate of 1.2 Ib/MMBnN a calendar year basg0, limits

under 310 CMR 7.29 are more stringent, and thezgfogvail [State Only]

Federal Acid Rain Program; Phase Il Acid Rain Permi

2. EU 1B is subject to the requirements of Phasé tthe Federal Acid Rain Program as defined by P40 CFR
Part 72. Pursuant to 40 CFR Part 72.71, 40 CFR7Rar8, and 310 CMR 7.00: Appendix C(3)(n), MassDéthe
permitting authority for Phase 1l Acid Rain PermitéassDEP issued the initial Phase Il Acid Raimftefor
facility on December 23, 1997 (MassDEP Approval¢97-071). MassDEP is incorporating the requirernarft
the renewal Phase Il Acid Rain Permit into this @tiag Permit. The Phase Il Acid Rain requiremevitsrenew
in the Operating Permit.

a. Inaccordance with MassDEP Approval #1-X-97-0dthin 60 days of the end of each calendar yéar Fermittee
shall hold in itsSO, allowance account at least one allowance for &atlof SQ emitted during the previous
year. An allowance is a limited authorization toite®0, in accordance with the Acid Rain Program.

b. In accordance with MassDEP Approval #1-X-97-(7the Permittee has excess emissions in any dateyear,
it shall submit a proposed offset plan as requineder 40 CFR Part 77. In addition, the Permitted| glay any
penalties specified in 40 CFR Part 77 and comptiz thie terms of an approved offset plan.

c. Inaccordance with 40 CFR Part 73, the Pern'stibesignated representative may buy, sell, tradgansfer
allowances between EU accounts at any time, eXmtpteen 60 days of the end of the calendar yeattend
completion of the annual & allowance reconciliation for the preceding yea
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Table 8(continued)

EU # Special Terms and Conditions
d. The yearly allowance allocations as identifiedl® CFR Part 73, Tables 2, 3, or 4 (as amendedjlantified
1B below:

Emission Unit YEARS 2010 and beyond
1B 5622 ton

Allowance transfer deadline. No allowance shall be deducted for purposes of damge with an affected unit’s
sulfur dioxide Acid Rain emissions limitation receients pursuant to title IV of the Act unless:

a. The compliance use date of the allowance isteo than the year in which the unit's S&nissions occurred;
and
b. Such allowance is:
i) Recorded in the unit's compliance subaccount; or
i) Transferred to the unit's compliance subaccauwsttlater that the allowance transfer deadlinghén
calendar year following the year for which comptians being established.

State Emission Standards for Power Plants

4.

In accordance with MassDEP Approval #1-E-01-2/2002; Amended 5/15/2009), if provisions oruiegments
from any other regulation or permit conflict wittpeovision of 310 CMR 7.29, the more stringenttaf provisions
will apply unless otherwise determined by the MdsSBDn this Operating PermitSfate Only]

In accordance with MassDEP Approval #1-E-01-2/2002; Amended 5/15/2009), MassDEP may verify
compliance of 310 CMR 7.29(5) by whatever meanessary, including but not limited to: inspectidraainit's
operating records; requiring the facility to submfbrmation on actual electrical output of compaenerating
units provided to that person by the New Englardependent System Operator, or any successor thegsting
emission monitoring devices; and, requiring thelifgto conduct emissions testing under the sujséom of the
MassDEP[State Only]

In accordance with MassDEP Approval #1-E-01-@2/2002; Amended 5/15/2009) and 310 CMR 7.29{2)(b
the amount 080, early reductions, along with supporting informatishall be provided to the MassDEP prior tg
use for compliance with 310 CMR 7.29(5)(a)2.a. Bachof reduction may be used, once, to offsettoneof
excess emissions from the facility. Excess emissare any emissions above a level equal to theleetrical
output of the facility times the applicable emiss&iandard in 310 CMR 7.29(5)(aj3tate Only]

In accordance with MassDEP Approval #1-E-01-(72/2002; Amended 5/15/2009) and 310 CMR 7.29{3)(b
when usingSO, allowances created pursuant to 40 CFR Part 72Hgderal Acid Rain Program), three allowancg
shall be used to offset each ton of excess emissibave the emission standard. S8€h allowances shall be in
addition to those allowances used by the faciitgamply with the requirements of 40 CFR Part 72} shall be
transferred to the MassDEP and retired for the fitesfethe environment.$tate Only]

In accordance with 310 CMR 7.29(6)(a)4, and Nd&d3 Approval #1-E-01-072 (6/7/2002; Amended 5/182)0
The Permittee, having average annual Hg emissibles®than 5 pounds, calculated using the resfiltse stack
tests required in 310 CMR 7.29(5)(a)3.d.ii., mag aarly or off-site Hg reductions to demonstrategliance with
its annual Hg cap of 4.1 pounds through Septembge2@12. Any early Hg reductions shall be accruedite at
the stack prior to Oct. 1, 2006. Any off-site Hg @inission reductions shall be accrued on at keaste pound
reduced for one pound credited basis from fadilitezated in the Western Region. Any other off-kitereductions
shall be accrued on at least a ten pounds redocehé& pound credited basis from facilities locatethe Western
Region. Btate Only]

In accordance with 310 CMR 7.05(3)(c)3., 310 CMIB(1)(b)3., and MassDEP Approval #1-E-01-072/@)02;
Amended 5/15/2009), the Permittee may burn coaladoing up to 12% ash and up to a sulfur conter&. @0
Ib/MMBtu provided they notify MassDEP in writingipr to burning this fuel and they comply with thepéicable
emission limits specified in Table 3 of this OpargtPermit while burning this fuel.
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Table 8(continued)

EU #

Special Terms and Condition

1B

SCR

Ammonia Requirements (in accordance with MassDE Approval #1-P-05-014)

10.

11.

12.

SCR

The Permittee shall submit updated versiorike@SOMP to the MassDEP no later than 30 days pitre
occurrence of a significant change. The MassDER apygove in writing any significant changes to @MP
prior to the SOMP becoming effective.

The basis for Nffemission compliance determination will convertthiMassDEP approval, from compliance
testing to the NEICEM system upon a CEM system demonstration theatetative accuracy of the NMCEM
system is within +/- 15% and the NBEM system was operating 90% of the time duriregstéime period.

The Permittee shall meet the Niid NOx hourly emission limits approved herein wittwo hours from initiating
NH; feed to the SCR. During shutdown of the ]jstem, the Permittee will be exempt from the holimits
during the last hour of the NHeed to the SCR.

General Requirements (in accordance with MassOEEApproval # 1-P-05-014)

13.

14.

15.

Other

16.

17.

18.

The Permittee shall properly train all persono@perate the proposed facility and control pguént (SCR) in
accordance with vendor specifications.

The Permittee shall maintain the standard ¢ipgrand maintenance procedures for all air palutontrol
equipment in a convenient location (e.g., contoolm/technical library) and make them readily avdézao all
employees.

In accordance with Regulation 310 CMR 7.00 Aqibe C: (9)(c) and A Final Judgméhtand a Compliance
Assurance Plan dated January xx, 2013, the Peensittall commence operation of particulate mattevi@& by no
later than January 1, 2013. The CEM (s) shall balted, calibrated, operated, certified and maietiin
accordance with the manufacturer's recommendatindsall applicable MassDEP and EPA regulations.

In accordance with the MassDEP CH 494 MassDRprdval dated July 22, 1981 (as amended March 984 and
December 17, 1986), in the event of an air pollugpisode the Permittee shall reduce the eleatoidyztion rate
of the Permittee station within six hours afterificsition by the MassDEP. The reduction shall acaian S@
emission rate equivalent to, or lower than, thession rate that would result from burning fuelt@ling a sulfur
content of 1% by weight. The Permittee shall natify MassDEP’s Western Regional Office immediatggn
completion of the production rate reduction.

In accordance with 310 CMR 7.10 and MassDEPréya #PV-82-C-005, the Permittee shall not causalow
emissions of sound of sufficient intensity and/aralion so as to cause or contribute to a conditfoair pollution.
[State Only]

In accordance with 310 CMR 7.02(7) the Permigieall demonstrate that the facility does not eaursontribute to
a violation of U.S. EPA's one ho80, NAAQS (40 CFR 50.17). The Permittee shall compighvany request from
MassDEP for information or for an application for @proval that MassDEP may require pursuant toGU&
7.02(7), and all conditions of any MassDEP apprdival may result. Following any such approval, leemittee
shall apply to MassDEP to modify the Operating Reimmaccordance with 310 CMR 7:00 Appendix C(8) to
incorporate the applicable requirements of the adr

Table 8 Notes:

(1) A Final Judgment was issued by the Commonwealtadfsachusetts Suffolk Superior Court dated June@®1 (CIVIL
DOCKET #: SUCV2011-01394-A) that required the Pétenri station to commence operation of particulaetten CEMS
by no later than January 1, 2013. Regulation 31(RCM0: Appendix C(9)(c) allows MassDEP to reqtire CEMs to be
installed, calibrated, operated, certified and rt@ned to perform its intended function.
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6. ALTERNATIVE OPERATING SCENARIOS

The Permittee did not request alternative operaaaparios in its Operating Permit application.

/. EMISSIONS TRADING

A. Intra-facility emission trading

The facility did not request intra-facility emigss trading in its Operating Permit applica-
tion.

B. Inter-facility emission trading

The Permittee did not request inter-facility enossi trading in its Operating Permit
application.

8. COMPLIANCE SCHEDULE

The Permittee has indicated that the facility isampliance and shall remain in compliance with
the applicable requirements contained in Sectioasd5. In addition, the Permittee shall
comply with any applicable requirements that beceffective during the permit term.
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GENERAL CONDITIONS FOR OPERATING PERMIT

9. FEES
The Permittee has paid the permit application msiog fee and shall pay the annual compliance
fee in accordance with the fee schedule pursuat@CMR 4.00.

10. COMPLIANCE CERTIFICATION

All documents submitted to the MassDEP shall contatrtification by the responsible official of
truth, accuracy, and completeness. Such ceritiicathall be in compliance with 310 CMR
7.01(2) and contain the following language:

"I certify that | have personally examined the fprang and am familiar with the information
contained in this document and all attachmentstlaaig based on my inquiry of those individuals
immediately responsible for obtaining the inforroatil believe that the information is true,
accurate, and complete. | am aware that thersigindicant penalties for submitting false
information, including possible fines and imprisaemh”

The “Operating Permit Reporting Kit” contains ingttions and the Annual Compliance Report
and Certification and the Semi-Annual Monitoring'@nary Report and Certification. The
“Operating Permit Reporting Kit” is available tcetPPermittee via the MassDEP’s web site,
http://www.mass.gov/dep/air/approvals/agforms.htm#o

A. Annual Compliance Report and Certification
The Responsible Official shall certify, annually fbe calendar year, that the facility is in
compliance with the requirements of this Operakregmit. The report shall be
postmarked or delivered by January 30 to the Ma&s@1tel to the Regional
Administrator, U.S. Environmental Protection Agendyew England Region. The report
shall be submitted in compliance with the submisseguirements below.

The compliance certification and report shall disscr

1) the terms and conditions of the Permit thattlaeebasis of the certification;

2) the current compliance status and whether campd was continuous or
intermittent during the reporting period;

3) the methods used for determining compliancduding a description of the
monitoring, record keeping, and reporting requirete@nd test methods; and

4) any additional information required by the Mag$Dto determine the compliance
status of the source.

B. Semi-Annual Monitoring Summary Report and Cexdifion
The Responsible Official shall certify, semi-anmyah the calendar year, that the facility
is in compliance with the requirements of this Rerrifthe report shall be postmarked or
delivered by January 30 and July 30 to the MassDHE# report shall be submitted in
compliance with the submission requirements below.
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The compliance certification and report shall dsscr

1) the terms and conditions of the Permit thattlaeebasis of the certification;

2) the current compliance status during the repgneriod;

3) the methods used for determining compliancduding a description of the
monitoring, record keeping, and reporting requiretae@nd test methods;

4) whether there were any deviations during thentépg period;

5) if there are any outstanding deviations at ilme tof reporting, and the Corrective
Action Plan to remedy said deviation;

6) whether deviations in the reporting period waeviously reported,;

7) if there are any outstanding deviations at itlme tof reporting, the proposed date
of return to compliance,;
8) if the deviations in the reporting period hagairned to compliance and date of

such return to compliance; and
9) any additional information required by the MaE$tto determine the compliance
status of the source.

11. NONCOMPLIANCE

Any noncompliance with a permit condition consetut violation of 310 CMR 7.00: Appendix
C and the Clean Air Act, and is grounds for enforeat action, for Permit termination or
revocation, or for denial of an Operating Permiteweal application by the MassDEP and/or
EPA. Noncompliance may also be grounds for assa#sofl administrative or civil penalties
under M.G.L. c.21A, 816 and 310 CMR 5.00; and gnhalties under M.G.L. c.111, 8142A and
142B. This Permit does not relieve the Permittemfthe obligation to comply with any other
provisions of 310 CMR 7.00 or the Act, or to obtaimy other necessary authorizations from
other governmental agencies, or to comply witlotder applicable Federal, State, or Local rules
and regulations, not addressed in this Permit.

12. PERMIT SHIELD

A. This facility has a permit shield provided tlitabperates in compliance with the terms
and conditions of this Permit. Compliance with teems and conditions of this Permit
shall be deemed compliance with all applicable ireguents specifically identified in
Sections 4, 5, 6, and 7, for the emission unitdessribed in the Permittee's application
and as identified in this Permit.

Where there is a conflict between the terms anditions of this Permit and any earlier
approval or Permit, the terms and conditions of Bermit control.

B. The MassDEP has determined that the Permitteetisurrently subject to the
requirements listed in Section 4, Table 7.

C. Nothing in this Permit shall alter or affect flofowing:
1) the liability of the source for any violation applicable requirements prior to or at
the time of Permit issuance.
2) the applicable requirements of the Acid RaingPam, consistent with 42 U.S.C.
87401, 8408(a); or
3) the ability of EPA to obtain information und& W.S.C. §7401, §114 or 8303 of the Act.
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13. ENFORCEMENT

The following regulations found at 310 CMR 7.02(8)(able 6 for wood fuel, 7.04(9), 7.05(8),
7.09 (odor), 7.10 (noise), 7.18(1)(b), 7.21, 7.2Z20 and any condition(s) designated Sate
Only" are not federally enforceable because they areeguired under the Act or under any of
its applicable requirements. These regulationscamdlitions are not enforceable by the EPA.
Citizens may seek equitable or declaratory retiefriforce these regulations and conditions
pursuant to Massachusetts General Law ChapterSZtion 7A

All other terms and conditions contained in thisrRig including any provisions designed to
limit a facility's potential to emit, are enforcdalby the MassDEP, EPA and citizens as defined
under the Act.

A Permittee shall not claim as a defense in anreafoent action that it would have been
necessary to halt or reduce the permitted actimityrder to maintain compliance with the
conditions of this Permit.

14. PERMIT TERM
This Permit shall expire on the date specifiedrendover page of this Permit, which shall not be
later than the date 5 years after issuance ofhimit.

Permit expiration terminates the Permittee's righiperate the facility's emission units, control
equipment or associated equipment covered by #nsiB, unless a timely and complete renewal
application is submitted at least 6 months befoesetixpiration date.

15. PERMIT RENEWAL
Upon the MassDEP’s receipt of a complete and tirapylication for renewal, this facility may
continue to operate subject to final action byNMeessDEP on the renewal application.

In the event the MassDEP has not taken final aciiothe Operating Permit renewal application
prior to this Permit's expiration date, this Persmall remain in effect until the MassDEP takes
final action on the renewal application, providkdtta timely and complete renewal application
has been submitted in accordance with 310 CMR AppPendix C(13).

16. REOPENING FOR CAUSE

This Permit may be modified, revoked, reopened,rarssued, or terminated for cause by the
MassDEP and/or EPA. The responsible official ef facility may request that the MassDEP
terminate the facility's Operating Permit for cauBee MassDEP will reopen and amend this
Permit in accordance with the conditions and praocesiunder 310 CMR 7.00: Appendix C(14).

The filing of a request by the Permittee for an @prg Permit revision, revocation and
reissuance, or termination, or a notification @lanned change or anticipated noncompliance
does not stay any Operating Permit condition.
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17. DUTY TO PROVIDE INFORMATION

Upon the MassDEP's written request, the Permitia# &irnish, within a reasonable time, any
information necessary for determining whether caaxgsts for modifying, revoking and
reissuing, or terminating the Permit, or to detetompliance with the Permit. Upon request,
the Permittee shall furnish to the MassDEP copiesanrds that the Permittee is required to
retain by this Permit.

18. DUTY TO SUPPLEMENT

The Permittee, upon becoming aware that any retdaats were omitted or incorrect
information was submitted in the permit applicatishall promptly submit such supplementary
facts or corrected information. The Permitteelskiab provide additional information as
necessary to address any requirements that beqopheadle to the facility after the date a
complete renewal application was submitted butrgdoelease of a draft permit.

The Permittee shall promptly, on discovery, repothe MassDEP a material error or omission
in any records, reports, plans, or other documemsgiously provided to the MassDEP.

19. TRANSFER OF OWNERSHIP OR OPERATION

This Permit is not transferable by the Permittelessdone in accordance with 310 CMR 7.00:
Appendix C(8)(a). A change in ownership or operatontrol is considered an administrative
permit amendment if no other change in the Pesmiecessary and provided that a written
agreement containing a specific date for transf@eomit responsibility, coverage and liability
between current and new Permittee, has been seldnitthe MassDEP.

20.  PROPERTY RIGHTS
This Permit does not convey any property rightarof sort, or any exclusive privilege.

21. INSPECTION AND ENTRY
Upon presentation of credentials and other docusresitnay be required by law, the Permittee
shall allow authorized representatives of the M&R[and EPA to perform the following:

A. enter upon the Permittee's premises where anafpg Permit source activity is located
or emissions-related activity is conducted, or whecords must be kept under the
conditions of this Permit;

B. have access to and copy, at reasonable timgseeords that must be kept under the
conditions of this Permit;

C. inspect at reasonable times any facilities, @gent (including monitoring and control
equipment), practices, or operations regulate@quired under this Permit; and

D. Sample or monitor at reasonable times any snbetaor parameters for the purpose of
assuring compliance with the Operating Permit @liapble requirements as per 310
CMR 7.00 Appendix C(3)(g)(12).
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22. PERMIT AVAILABILITY

The Permittee shall have available at the facidityall times, a copy of the materials listed under
310 CMR 7.00: Appendix C(10)(e) and shall providmpy of the Operating Permit, including
any amendments or attachments thereto, upon relyéseé MassDEP or EPA.

23. SEVERABILITY CLAUSE

The provisions of this Permit are severable, arhyf provision of this Permit, or the application
of any provision of this Permit to any circumstasds held invalid, the application of such
provision to other circumstances, and the remaiontithis Permit, shall not be affected thereby.

24. EMERGENCY CONDITIONS

The Permittee shall be shielded from enforcemairabrought for noncompliance with
technology basédemission limitations specified in this Permit agsult of an emergentyin
order to use emergency as an affirmative defenaa ttion brought for noncompliance, the
Permittee shall demonstrate the affirmative defénsmigh properly signed, contemporaneous
operating logs, or other relevant evidence that:

A. an emergency occurred and that the Permitteédeatify the cause(s) of the emergency;
B. the permitted facility was at the time beinggedy operated,;

C. during the period of the emergency, the Permiibek all reasonable steps as
expeditiously as possible, to minimize levels oissions that exceeded the emissions
standards, or other requirements in this Permd; an

D. the Permittee submitted notice of the emergémtlzge MassDEP within two (2) business
days of the time when emission limitations wereeexted due to the emergency. This
notice must contain a description of the emergesmty,steps taken to mitigate emission,
and corrective actions taken.

If an emergency episode requires immediate notifingo the Bureau of Waste Site
Cleanup/Emergency Response, immediate notificatidhe appropriate parties should
be made as required by law.

1 Technology based emission limits are those estadi®n the basis of emission reductions achiewaibhe
various control measures or process changes &ngw source performance standard) rather thae gsiablished
to attain health based air quality standards.

2 An "emergency" means any situation arising fromidan and reasonably unforeseeable events beyomd ]
of the source, including acts of God, which sitoativould require immediate corrective action tdoes normal
operation, and that causes the source to excemthadlogy based limitation under the Permit, duentavoidable
increases in emissions attributable to the emeggeAn emergency shall not include noncomplianctheextent
caused by improperly designed equipment, lack evgmtative maintenance, careless or improper dpast
operator error or decision to keep operating dedpibwledge of any of these things.
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25. PERMIT DEVIATION

Deviations are instances where any permit condisasolated and not reported as an emergency
pursuant to section 24 of this Permit. Reportimganit deviation is not an affirmative defense
for action brought for noncompliance. Any repogtirequirements listed in Table 6. of this
Operating Permit shall supersede the following a@wn reporting requirements, if applicable.

The Permittee shall report to the MassDEP's RegBumaeau of Waste Prevention the following
deviations from permit requirements, by telephofa, or electronic mail (e-mail) , within three
(3) days of discovery of such deviation:

A. Unpermitted pollutant releases, excess emisopacity exceedances measured
directly by CEMS/COMS, by EPA reference methodbyother credible evidence,
which are ten percent (10%) or more above the éomdisnit.

B. Exceedances of parameter limits establishecbby @perating Permit or other approvals,
where the parameter limit is identified by the Pieomapproval as surrogate for an
emission limit.

C. Exceedances of Permit operational limitatiomedally correlated to excess emissions.

D. Failure to capture valid emissions or opacitynitaring data or to maintain monitoring
equipment as required by statutes, regulations, @perating Permit, or other approvals.

E. Failure to perform QA/QC measures as requiregoloy Operating Permit or other
approvals for instruments that directly monitor qdiance.

For all other deviations, three (3) day notificatis waived and is satisfied by the documentation
required in the subsequent Semi-Annual Monitoringh&ary and Certification. Instructions

and forms for reporting deviations are found in MessDEP Bureau of Waste Prevention Air
Operating Permit Reporting Kit, which is availabdthe Permittee via the MassDEP’s web site,
http://www.mass.gov/dep/air/approvals/agforms.htm#o

This report shall include the deviation, includihgse attributable to upset conditions as defined
in the Permit, the probable cause of such devigtiand the corrective actions or preventative
measures taken.

Deviations that were reported by telephone, faglectronic mail (e-mail) within 3 days of
discovery, said deviations shall also be submittedriting via the Operating Permit Deviation
Report to the regional Bureau of Waste Preventithimvten (10) days of discovery. For
deviations, which do not require 3-day verbal ncaifion, follow-up reporting requirements are
satisfied by the documentation required in theaafntioned Semi-Annual Monitoring
Summary and Certification.
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26.  OPERATIONAL FLEXIBILITY

The Permittee is allowed to make changes at thityamnsistent with 42 U.S.C. §7401,
8502(b)(10) not specifically prohibited by the P&ramd in compliance with all applicable
requirements provided the Permittee gives the Efthe MassDEP written notice fifteen days
prior to said change; notification is not requifedexempt activities listed at 310 CMR 7.00:
Appendix C(5)(h) and (i). The notice shall compiyh the requirements stated at 310 CMR
7.00: Appendix C(7)(a) and will be appended tofdudity's Permit. The permit shield allowed
for at 310 CMR 7.00: Appendix C(12) shall not apigythese changes.

27.  MODIFICATIONS

A. Administrative Amendments - The Permittee makenehanges at the facility which are
considered administrative amendments pursuant@dCBAR 7.00: Appendix C(8)(a)1.,
provided they comply with the requirements estabklisat 310 CMR 7.00: Appendix C(8)(b).

B. Minor Modifications - The Permittee may make ges at the facility which are
considered minor modifications pursuant to 310 CKIB0: Appendix C(8)(a)2.,provided
they comply with the requirements established &GWR 7.00: Appendix C(8)(d).

C. Significant Modifications - The Permittee mayka&hanges at the facility which are
considered significant modifications pursuant t6 MR 7.00: Appendix C(8)(a)3.,
provided they comply with the requirements estabklisat 310 CMR 7.00: Appendix C(8)(c).

D. No permit revision shall be required, under apgroved economic incentives program,
marketable permits program, emission trading progaad other similar programs or
processes, for changes that are provided in thes&ipg Permit. A revision to the Permit
is not required for increases in emissions thakathorized by allowances acquired
pursuant to the Acid Rain Program under Title I\hed Act, provided that such increases
do not require an Operating Permit revision unagrather applicable requirement.

28. OZONE DEPLETING SUBSTANCES
This section contains air pollution control requients that are applicable to this facility, and the
United States Environmental Protection Agency ax@srthese requirements.

A. The Permittee shall comply with the standardddbeling of products using ozone-
depleting substances pursuant to 40 CFR Part 8heBuE:

1) All containers containing a class | or classulbstance that is stored or
transported, all products containing a class | sufee, and all products directly
manufactured with a class | substance must beaethered warning statement if
it is being introduced into interstate commercespant to 40 CFR 82.106.

2) The placement of the required warning statenmargt comply with the
requirements of 40 CFR 82.108.

3) The form of the label bearing the required wagrstatement must comply with
the requirements of 40 CFR 82.110.

4) No person may modify, remove or interfere with tequired warning statement
except as described in 40 CFR 82.112.
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B. The Permittee shall comply with the standardsdoycling and emissions reduction
pursuant to 40 CFR Part 82, Subpart F, except@sdad for motor vehicle air
conditioners (MVAC) in Subpart B:

1) Persons opening appliances for maintenancecserepair or disposal must
comply with the required practices of 40 CFR 82.156

2) Equipment used during the maintenance, semgpajr or disposal of appliances must
comply with the standards for recycling and recgwesuipment of 40 CFR 82.158.

3) Persons performing maintenance, service, repaisposal of appliances must be

certified by an approved technician certificatisngyam pursuant to 40 CFR 82.161.
4) Persons disposing of small appliances, MVACsMNAC-like appliances (as
defined in 40 CFR 82.152) must comply with recoetkag requirements of 40

CFR 82.166.

5) Persons owning commercial or industrial procegsgeration equipment must
comply with the leak repair equipment requiremerfit40 CFR 82.156.

6) Owners/operators of appliances normally contgitiO or more pounds of

refrigerant must keep records of refrigerant pusekdsand added to such
appliances pursuant to 40 CFR 82.166.

C. If the Permittee manufactures, transforms, ingoor exports a class | or class |l
substance, the Permittee is subject to all theirements as specified in 40 CFR Part82,
Subpart A, "Production and Consumption Controls".

D. If the Permittee performs a service on motareff) vehicles when this service involves
ozone-depleting substance refrigerant (or regulstbdtitute substance) in the motor
vehicle air conditioner (MVAC), the Permittee idgact to all the applicable
requirements as specified in 40 CFR Part 82, SulihdBervicing of Motor Vehicle Air
Conditioners". The term "motor vehicle" as use&irbpart B does not include a vehicle
in which final assembly of the vehicle has not beempleted. The term "MVAC" as
used in Subpart B does not include the air-tighteskrefrigeration system used as
refrigerated cargo or system used on passenges bssgy HCFC-22 refrigerant.

E. The Permittee shall be allowed to switch from amone-depleting substance to any
alternative that is listed in the Significant NeWeknatives Program (SNAP) promulgated
pursuant to 40 CFR Part 82, Subpart G, "Signifidéewv Alternatives Policy Program"”.

29. PREVENTION OF ACCIDENTAL RELEASES
This section contains air pollution control requients that are applicable to this facility, and the
United States Environmental Protection Agency ax@sthese requirements.

Your facility is subject to the requirements of tReneral Duty Clause, under 112(r)(1) of the
CAA Amendments of 1990. This clause specifies thvaters or operators of stationary sources
producing, processing, handling or storing a chamicany quantity listed in 40 CFR Part 68 or
any other extremely hazardous substance have aadelny to identify hazards associated with
these substances and to design, operate and maargafe facility, in order to prevent releases
and to minimize the consequences of accidentaasekwhich may occur.
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30. APPEAL CONDITIONS FOR OPERATING PERMIT

This Permit is an action of the MassDEP. If yoa aggrieved by this action, you may request an
adjudicatory hearing within 21 days of issuancéhed Permit. In addition, any person who
participates in any public participation processuieed by the Federal Clean Air Act, 42 U.S.C.
87401, 8502(b)(6) or under 310 CMR 7.00: Apperti{g), with respect to the MassDEP's final
action on operating permits governing air emissiansl who has standing to sue with respect to
the matter pursuant to federal constitutional laay initiate an adjudicatory hearing pursuant to
Chapter 30A, and may obtain judicial review, purgua Chapter 30A, of a final decision

therein.

If an adjudicatory hearing is requested, the fgcihust continue to comply with all existing
federal and state applicable requirements to wthieHacility is currently subject, until a final
decision is issued in the case or the appeal ldnatvn. During this period, the application
shield shall remain in effect, and the facility imat be in violation of the Act for operating
without a Permit.

Under 310 CMR 1.01(6)(b), the request must staartyt and concisely the facts which are the
grounds for the request, and the relief soughtdithahally, the request must state why the
Permit is not consistent with applicable laws asglifations.

The hearing request along with a valid check payabllhe Commonwealth of Massachusetts in
the amount of one hundred dollars ($100.00) mushaked to:

The Commonwealth of Massachusetts
Department of Environmental Protection
P.O. Box 4062

Boston, MA 02211

The request will be dismissed if the filing feent paid unless the appellant is exempt or
granted a waiver as described below.

The filing fee is not required if the appellantigity or town (or municipal agency) county, or
district of the Commonwealth of Massachusetts, imuaicipal housing authority.

The MassDEP may waive the adjudicatory hearingdifiee for a person who shows that paying
the fee will create an undue financial hardshigoefson seeking a waiver must file, together
with the hearing request as provided above, adafii setting forth the facts believed to support
the claim of undue financial hardship.
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DRAFT Renewal Air Quality Operating Permit

COMMONWEALTH OF MASSACHUSETTS
DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WASTE PREVENTION

Western Regional Office
436 Dwight Street—>5th floor
Springfield, MA 01103

PUBLIC NOTICE

Notice is hereby given that the Department of Envir
accordance with the provisions of M.G.L. chapter 11
will offer for public comment the following draft O
pursuant to 310 CMR 7.00: Appendix C.

The draft Operating Permit (Renewal) for Mt. Tom Ge
issued in accordance with 310 CMR 7.00: Appendix C(
Operating Permit Renewal is to re-codify all of the
requirements under the state and federal Clean Air
record keeping requirements and emission limitation
applicable requirements into a renewable Operating
became subject to during the term of the operating
required by the U.S. Environmental Protection Agenc
approving the Department's Operating Permit program
No. 95 Wednesday May 15, 1996).

The draft Operating Permit (Renewal) is for:

Mt. Tom Generating Company, LLC

200 Northampton Street

Holyoke, MA 01040

Application # 1-O-07-030; Transmittal # W133105

The public comment period, originally scheduled to
2013, is being extended until 5 PM on March 1, 2013
writing until 5:00 PM on March 1, 2013. Please subm
testimony. Written testimony shall be submitted to:

Department of Environmental Protection
Western Regional Office

436 Dwight Street—5th floor
Springfield, Massachusetts 01103
Attention: Marc Simpson, Permit Chief

A copy of the draft Operating Permit Renewal and th
be available for inspection at the Western Regional
Kirzec at (413) 755-2225 for further information.

By Order of the MassDEP
Kenneth L. Kimmell
Commissioner

onmental Protection, acting in
1, Section 142A through 142E,
perating Permit Renewal issued

nerating Company, LLC is being
6). The purpose of the draft
facility's applicable

Act, including monitoring,

s, and add in any new

Permit that the facility

permit. This action is

y as stated in its final rule
(Federal Register Vol. 61,

close at 5 PM on January 18,
. Comments may be presented in
it three copies of any written

e background information will
Office. Please call John



